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Thank you for choosing our product.
Please read this Operations Manual
carefully before operation 
and retain it for future reference.

If you have lost the Operations
Manual, please contact
info@dspa.nl
for the electronic version.
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DSPA-7 comes in two models: DSPA-7/1 and DSPA-7/2. Both types consist of a consist of a
body (1) where the aerosol-forming agent (2) is situated. The agent is separated from the
inner surface of the body by a protective thermal layer (5). The centre of the lid contains the
threaded bushing, into which the starting assembly (3) has to be installed. Discharge of fire-
extinguishing aerosol occurs via slot nozzles (6) located on the lid of the body. To give the
aerosol flow direction after leaving the nozzles it passes through a hood (4). To mount the
DSPA-7 on the ceiling or wall of the space it has to protect, the console (7) can be used. On
the console a junction box can be placed (8), which allows connection to the electrical
starting assembly. The two models of DSPA-7 differ in mass of the aerosol forming agent
and therefore in the protection capacity (See also paragraph ‘Technical Data’ below).

DSPA aerosol generators (7-1 & 7-2) are designed as highly effective fire suppression
systems. These generators are non-pressurized and activate to release an aerosol cloud
that expands volumetrically to flood the protected space and extinguish the fire. They are
effective on Class A, B, C, and F fires. DSPA generators are primarily used in normally
unoccupied or unoccupied spaces. In occupied areas, a 30-second pre-alarm must be
installed. 

AEROSOL GENERATORS 
DSPA 7-1 & 7-2

INTENDED USE

DESIGN

Units are Approved by EPA for SNAP listing and ecologically safe and environmentally
friendly (O.D.P.=0, G.W.P.=0)

The DSPA is actuated as soon as an impulse is supplied to the starting assembly. The
aerosol-forming agent will create a fire-extinguishing gas-aerosol mixture, which passes
through the cooling system and enters the space where the DSPA-7 is installed.
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Below are the key technical specifications of the DSPA generators: 

Upon activation, the aerosol-forming compound undergoes a controlled combustion
process, producing an aerosol cloud that expands and displaces heat and free radicals,
effectively suppressing the fire.

AEROSOL GENERATORS 
DSPA 7-1 & 7-2

OPERATING PRINCIPLE

TECHNICAL DATA

The DSPA generators 7-1 and 7-2 are recommended for the protection of large enclosed
compartments, such as storage rooms, archives, technical rooms and server rooms.

APPLICATION 
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Before activation, ensure proper installation of the generators. Mounting should be
done by securely fastening the integrated brackets on a flat surface. Electrical starters
must be securely connected, and thermochemical cords must be intact. The protected
area should be clear of obstructions to allow for even aerosol distribution.

AEROSOL GENERATORS 
DSPA 7-1 & 7-2

The design and installation of DSPA aerosol fire suppression systems must be performed
by certified professionals. The required number of generators depends on the volume of
the protected space and must be calculated in accordance with applicable fire safety
standards.

Design and installation should be carried out by licensed organizations specializing
in aerosol fire suppression systems.
The calculation of the required number of generators must follow the methodology
specified in current fire safety regulations.

DETERMINATION OF NECESSARY QUANTITY OF
GENERATORS AND THEIR ALLOCATION

PRE-STARTING PROCEDURE

GENERATOR PLACEMENT GUIDELINES
Generators must be positioned to ensure rapid and even distribution of aerosol throughout
the protected space. To achieve this:

Generators should be evenly distributed across the entire area of the room.
The placement and nozzle direction must allow for unobstructed aerosol dispersion
from the injector.
The distance between the generator’s discharge outlet and any wall or barrier must be
at least 150 mm.
The distance between the generator and any equipment, stored materials, property, or
electrical appliances must be at least 2000 mm.
The distance between the generator and personnel must be at least 1500 mm.
Generators must be easily accessible for maintenance and inspection.
When multiple generators are used in a single protected space, they must be activated
simultaneously to ensure effective fire suppression.
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AEROSOL GENERATORS 
DSPA 7-1 & 7-2

DSPA aerosol generators contain combustible compounds. To ensure safety, the following
precautions must be observed:

Prevent accidental activation due to stray currents.
Avoid exposure to ignition sources near the generator.
Wear protective equipment when handling activated aerosol residues.

SAFETY MEASURES DURING INSTALLATION AND OPERATION

PROHIBITED ACTIONS
It is strictly forbidden to:

Use DSPA generators for manual fire extinguishing.
Perform welding within 2 meters of the generator.
Use damaged generators.
Dismantle the generator.

IMPORTANT CONSIDERATIONS
Please adhere to the following instructions:

Ventilation in the protected space must automatically shut off before DSPA activation.
BEFORE ACTUATION

Do not attempt to stop the DSPA activation or aerosol discharge once initiated.
If a fire occurs and the generator is activated, evacuate the room immediately, close
the door tightly, and do not attempt to suppress the fire—alert the fire department.
If immediate evacuation is not possible, cover your respiratory organs with a
handkerchief and leave the area as quickly as possible.
Additional fire-extinguishing methods may be used alongside DSPAs if necessary.
The oxygen concentration in the protected space remains unchanged during and after
activation.

DURING ACTUATION

AFTER ACTIVATION
The gas-aerosol mixture is not toxic but may irritate the respiratory system. It is advised
to enter the area only after complete DSPA discharge.
Before re-entering, ensure proper ventilation and wear appropriate respiratory
protection if required.
Aerosol residue can be easily cleaned from surfaces using a damp cloth, dusting, or
vacuuming.
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Each DSPA generator is assigned a unique serial number and production date.
Warranty period: 12 months
Operational lifespan: 15 years

DSPA generators are delivered in protective packaging to ensure safe handling and
transportation. Storage conditions must be maintained within a temperature range of -40°C
to 75°C, with humidity levels not exceeding 95%.

AEROSOL GENERATORS 
DSPA 7-1 & 7-2

MARKING, PACKAGING, TRANSPORTATION, AND STORAGE

PRODUCT IDENTIFICATION AND WARRANTY
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DSPA B.V.
+31 (0) 24 35 22 573

CONTACT US :

info@dspa.nl

Hogelandseweg 30
6545 AC Nijmegen

www.dspa.nl


